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City Offices
Observation ID: 8603769

Description Stair/Ramp Rails, Metal, Refinish

Location Description Site

Uniformat Code Master Cost ID Category Condition

B1080 19061 Shell Poor

Quantity Unit Cost SubTotal Total

10 LF

Year Observed Effective Age Expected Useful Life Remaining Useful Life

2024 10 10 0

Next Action Required 2025

Comments

The decorative balcony railings are very rusted; prep, priming, and painting is needed to prevent further 
deterioration.

Photo for Observation ID: 8603769

Page 2



City Offices
Observation ID: 8606004

Description

Location Description

Roof Appurtenances, Roof Access Ladder, Steel, Replace

Roof

Uniformat Code

B3020

Master Cost ID

19081

Category

Roof

Condition

NA

Quantity

16 LF

Unit Cost SubTotal Total

Year Observed

2024

Effective Age

41

Expected Useful Life

40

Remaining Useful Life

0

Next Action Required 2025

Comments A permanent ladder should be installed to facilitate safe access to the roof.

Photos for Observation ID: 8606004
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City Offices
Observation ID: 8603754

Description

Location Description

Flooring, Carpet, Commercial Standard, Replace

Office Areas

Uniformat Code

C2030

Master Cost ID

20085

Category

Interior

Condition

Poor

Quantity

1100 SF

Unit Cost SubTotal Total

Year Observed

2024

Effective Age

10

Expected Useful Life

10

Remaining Useful Life

0

Next Action Required 2025

Comments The lower front office is worn, torn, and stained.

Photo for Observation ID: 8603754
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Exterior Door, Wire Mesh Metal, Gate, ReplaceDescription

Building ExteriorLocation Description

Uniformat Code Master Cost ID Category Condition

ShellB2050 19670 NA
4-

Quantity Unit Cost SubTotal Total

2 EA

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 11 10 0

2025Next Action Required

No exterior doors found in the restrooms.Comments

Photos for Observation ID: 8799773
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Exterior Door, Steel, Commercial, ReplaceDescription

Building ExteriorLocation Description

Uniformat Code Master Cost ID Category Condition

ShellB2050 76755 Failed
4-

Quantity Unit Cost SubTotal Total

1 EA

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 41 40 0

2025Next Action Required

The men's restroom exterior door is in poor condition due to vandalism.Comments

Photos for Observation ID: 8799717
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Window, Steel, up to 15 SF, ReplaceDescription

Building ExteriorLocation Description

Uniformat Code Master Cost ID Category Condition

B2020 19472 Windows Poor
4-

Quantity Unit Cost SubTotal Total

3 EA

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 30 30 0

2025Next Action Required

The windows are aged and do not close properly.Comments

Photos for Observation ID: 8743013
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Stair/Ramp Rails, Metal, RefinishDescription

Site GeneralLocation Description

Uniformat Code Master Cost ID Category Condition

ShellB1080 19061 Poor
4-

Quantity Unit Cost SubTotal Total

400 LF

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 9 10 1

2026Next Action Required

Some corrossion was observed at handrails.Comments

Photos for Observation ID: 8743020
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Exterior Walls, Wood Siding, ReplaceDescription

Building ExteriorLocation Description

Uniformat Code Master Cost ID Category Condition

ShellB2010 19324 Poor
4-

Quantity Unit Cost SubTotal Total

100 SF

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 30 30 0

2025Next Action Required

Comments

Some siding is missing, some appears to be dry rotting at the door to the office and under windows.

Photos for Observation ID: 8745022

neg 5M, -
1.

weae

we

6
0

i

Public Works
Observation ID: 8745022

>1 T. 3 5 ■ bl

Page 9



Public Works
Observation ID: 8745045

Window, Aluminum Double-Glazed, up to 15 SF, ReplaceDescription

Building ExteriorLocation Description

Uniformat Code Master Cost ID Category Condition

B2020 19443 Windows Poor
4-

Quantity Unit Cost SubTotal Total

3 EA

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 29 30 1

2026Next Action Required

The windows are aged and leaky.Comments

Photo for Observation ID: 8745045
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Public Works
Observation ID: 8745054

Window, Wood, up to 15 SF, ReplaceDescription

Building ExteriorLocation Description

Uniformat Code Master Cost ID Category Condition

B2020 19540 Windows Poor
4-

Quantity Unit Cost SubTotal Total

15 EA

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 29 30 1

2026Next Action Required

The windows are aged and leaky.Comments

Photo for Observation ID: 8745054
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Exterior Door, Wood, Solid-Core, ReplaceDescription

Building ExteriorLocation Description

Uniformat Code Master Cost ID Category Condition

ShellB2050 30255 Poor
4-

Quantity Unit Cost SubTotal Total

5 EA

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 24 25 1

2026Next Action Required

Worn wood doors will need replacements soon.Comments

Photos for Observation ID: 8745033
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Public Works
Observation ID: 8745026

Roofing, Asphalt Shingle, 20-Year Standard, ReplaceDescription

RoofLocation Description

Uniformat Code Master Cost ID Category Condition

RoofB3010 19693 Poor
4-

Quantity Unit Cost SubTotal Total

5200 SF

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 20 20 0

2025Next Action Required

Comments

The roofing is aged and in many areas, the aggregate has worn away and fiberglass is exposed.

Photo for Observation ID: 8745026
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Soffit/Fascia, Wood, RepairDescription

RoofLocation Description

Uniformat Code Master Cost ID Category Condition

RoofB3080 76756 Poor
4-

Quantity Unit Cost SubTotal Total

450 SF

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 1 0 0

2025Next Action Required

Comments

All fascia boards and barge rafters have no paint left, and many areas are covered in moss and lichen.

Photos for Observation ID: 8745062
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Public Works
Observation ID: 8745043

Flooring, Vinyl Sheeting, ReplaceDescription

Office AreasLocation Description

Uniformat Code Master Cost ID Category Condition

C2030 20066 Interior Poor
4-

Quantity Unit Cost SubTotal Total

375 SF

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 15 15 0

2025Next Action Required

The vinyl is worn and areas are worn away or have holes.Comments

Photos for Observation ID: 8745043
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Public Works
Observation ID: 8745059

Flooring, Carpet, Commercial Standard, ReplaceDescription

Office AreasLocation Description

Uniformat Code Master Cost ID Category Condition

C2030 20085 Interior Poor
4-

Quantity Unit Cost SubTotal Total

1300 SF

Expected Useful Life Remaining Useful LifeYear Observed Effective Age

2024 10 10 0

2025Next Action Required

Worn and buckledComments

Photo for Observation ID: 8745059
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