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CITY OF SAUSALITO 
420 Litho Street, Sausalito, CA 94965 

 
Addendum No. 2 

 
Issued August 10, 2026 

For  
2026 Minor Buildings Repair Project 
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NOTICE TO ALL CONTRACTORS SUBMITTING BIDS FOR THIS WORK: 
 
You are hereby notified of the following information, changes, clarifications or modifications to 
the original Contract Documents, Project Manual, Drawings, and Specifications.  This Addendum 
shall supersede the original Contract Documents wherein it contradicts the same and shall take 
precedence over anything to the contrary therein.  All other conditions remain, UNCHANGED. 
 
This Addendum is hereby made a part of the Contract Documents to the same extent as though it 
were originally included therein. 
 
 
BID OPENING DATE AND TIME HAVE BEEN EXTENDED: 

 
Notice is hereby given that sealed bids must be received by the City of Sausalito by Tuesday, August 
18, 2026, no later than 2:00 PM. 
 
 

NOTICE TO BIDDERS: 
 

Notice is hereby given that bids must present the Contractor’s DIR Registration Number on the cover 
sheet of the bid package. 
 
 

RESPONSE TO QUESTIONS: 
 
 
Question 1  :  Within the bid documents, on pages 24,25,43,47,48,51 and 53, there are notary 

acknowledgments. Do these need to be completed before handing over the bid? 
Answer 1    : The Notary Acknowledgments pages need not be completed for bid submission. 
 
 
Question 2  : Are temporary sanitary facilities required? Can the contractor have a designated lay 

down area within the counties Corporation Yard to store materials? 
Answer 2    : Temp sanitary facilities will be required. While working at the Corporation Yard, a small 

laydown area may be available. 
 
 
Question 3  : Please confirm if the contractor can use the city’s power and water. 
Answer 3    : Yes, City’s power and water can be used. 
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Question 4  : Please confirm if a water control plan or a SWPPP are required. 
Answer 4    : No, SWPPP is not required. 
 
 
Question 5  : Would the City allow us access to measure sinks, doors, windows, roof access 

openings, etc. at each location prior to bid submission? 
Answer 5    : Yes, the City may allow access for taking measurements, although bids shall be based 

upon Bid Form dimensions/quantities. 
 
 
Question 6  : Will the public restrooms, common areas, and stairways be closed to the public during 

construction, or will we need to maintain open access to these areas (e.g., restrooms, 
Excelsior Stairway) throughout the work? 

Answer 6    : Only one public restroom at Marinship will be included in Scope of Work and GC may 
close off one restroom at a time.  Downtown Restroom scope will be removed from 
Scope of Work.  Excelsior Street Steps will not be publicly accessible so no need to 
close off steps or sidewalk to complete the work. 

 
 
Question 7  : It appears some of the scope has been completed and will be removed from this project. 

Please confirm if there will be an updated bid schedule and bid documents. 
Answer 7    : Yes, the updated Bid Form is available as part of this addendum. 
 
 
Question 8  : Location – Public Works (Corporation Yard) Is there a hazmat report for the roof, 

flooring, windows & interior finishes, and siding that is to be removed and replaced? 
Answer 8    : After initial removal of shingles/ flooring/ windows, assessment of sub-structure may 

indicate need for hazmat assessment. Contractor and City will review conditions and 
decide course of action after inspection. All hazmat review and remediation will be the 
City’s responsibility. 

 
 
Question 9  : Location – Public Works (Corporation Yard) Roofing scope lists 5200 SF. Please 

confirm the address is 420 Litho St, Sausalito, CA 94965. Please confirm the square 
footage in RFQ is correct. If so, what parts of the building need a roof? Is there a 
specified material/system/component required to be quoted for the roofing scope? 

Answer 9    : The address for this location is 530 Nevada Street, Sausalito, CA 94965. The contractor 
will need to field verify the square footage. For the purposes of the Bid, assume 5200 
SF.  The area is for the Corporation Yard Offices, Day Room, workshop areas and Main 
Apparatus Bays Building. It does not include Landscape wing standalone. The roofing 
material shall be like for like. After initial removal of shingles, assessment of sub-
structure may indicate need for replacement. Contractor and City will review conditions 
and decide course of action after inspection. 

 
 
Question 10: Location – Public Works (Corporation Yard) For the roofing work, should bidders 

include complete replacement of the approximately 5,200 SF roof, or only 
repair/replacement of the damaged roofing and shingles identified in the Facility 
Assessment Sheet? 

Answer 10  : It might be a bit short, but the 5200SF references the main structure and apparatus 
bays, not the other smaller structure so full replacement of shingles is anticipated.  Field 
verify dimensions of main building. 

 
 
Question 11: Location – Public Works (Corporation Yard) Will the replacement shingles match the 

existing color and model, or should they be different? 
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Answer 11  : Shingles to generally match existing.  Asphaltic, brown color similar or equal to existing. 
 
 
Question 12: Location – Public Works (Corporation Yard) For the fascia work, is the intent to 

replace all fascia around the building, or only deteriorated sections? If partial 
replacement is intended, is there an estimated quantity or linear footage bidders should 
carry? 

Answer 12  : Fascia work should be for entire length. 
 
 
Question 13: Location – Public Works (Corporation Yard) Regarding bid schedule NO.14, 

concerning fascia and soffit board replacement. Should these boards be replaced, or 
simply power washed, primed, and repainted? 

Answer 13  : Assume replacement per dimensions provided in Bid Form. 
 
 
Question 14: Location – Public Works (Corporation Yard) For the aluminum windows, the quantity 

shows 3 EA. What are the sizes of each window? Are there any specifications on 
brand/material/glazing requirements for Steel/Wood/Aluminum Windows available? 

Answer 14  : There are no specs for the material. Replacement should be like for like, although 
operable windows where they do not currently exist would be desirable. For the 
purposes of Bid, please quote like for like replacement. Window dimensions will be 
shared in a subsequent addendum. 

 
 
Question 15: Location – Public Works (Corporation Yard) For the wood windows, the quantity 

shows 15 EA. What are the sizes of each window? Are there any specifications on 
brand/material/glazing requirements for Steel/Wood/Aluminum Windows available? 

Answer 15  : There are no specs for the material. Replacement should be like for like, although 
operable windows where they do not currently exist would be desirable. For the 
purposes of Bid, please quote like for like replacement. Window dimensions will be 
shared in a subsequent addendum. 

 
 
Question 16: Location – Public Works (Corporation Yard) For the aluminum and wood windows, 

should these be replaced in-kind (same style and size), or would the City prefer new 
casement or double-hung windows? 

Answer 16  : For the purposes of the Bid, please assume like for like. 
 
 
Question 17: Location – Public Works (Corporation Yard) What are the sizes of the openings for 

the exterior doors? The quantity shows 5 EA, but the images show a mix of single and 
double doors. Are we to include new frames and hardware or just new exterior doors? 
Can these be quoted as hollow metal or fiberglass instead of exterior wood doors?  

Answer 17  : Do not include new frames. Please only quote the new hardware and exterior doors. 
Assume for purposes of proposal, like for like material for the exterior doors. Alternative 
materials may be discussed after Contractor selection. Door dimensions will be shared 
in a subsequent addendum. 

 
 
Question 18: Location – Public Works (Corporation Yard) Will we reuse the existing hardware on 

the exterior doors, or purchase new hardware? If new, does the City have a preferred 
model and finish/color?  

Answer 18  : For purposes of Bid, assume new hardware, Schlage or equal, exterior rated. 
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Question 19: Location – City Offices, Public Works (Corporation Yard) Can you confirm the City 
will provide the carpet and vinyl tile material, with our pricing covering installation only? 
Also, since the document specifies installation only, will we need to account for prep and 
demo as well? 

Answer 19  : Allowance is included in Bid Form to be applied to purchase of product after selection 
process of carpet and vinyl is completed.  Price from GC shall include demo and 
removal and preparation and installation of new carpet and vinyl. 

 
 
Question 20: Please confirm the flooring allowance on the bid schedule is for flooring material only. 
Answer 20  : Yes, the flooring allowance on the Bid Form is for flooring material only. 
 
 
Question 21: Are there any specs on Vinyl and Carpet selections available for the 3 locations – 1 

location at the City Offices, and 2 locations at Public Works (Corporation Yard)? Is 
the flooring currently sitting on a concrete slab on grade? If so, will moisture testing be 
needed, and should we include a vapor barrier in the bid? 

Answer 21  : There are no specs for the material. City will work with GC to select best product and 
use Allowance to offset purchase cost. The sub-surface is unknown, but concrete is 
likely. There is no need for moisture testing or vapor barrier.  

 
 
Question 22: Locations – City Offices and Public Works (Corporation Yard) For the flooring 

replacement in the office areas, will we need to coordinate moving furniture, and will 
employees be working in those spaces during the repairs? Will the owner consider an 
allowance for moving the furniture from the flooring that is to be replaced at the office 
areas? Also, since the document specifies installation only, will we need to account for 
prep and demo as well? 

Answer 22  : Contractor will need to coordinate shifting furniture to replace the flooring. Employees 
may be able to work from a different location during flooring replacement. An allowance 
for moving furniture is being added to the Bid Form. Contractor will work with City to 
schedule or phase the work to minimize office disruption. Bid shall only include price for 
removal and replacement of carpet. This includes prep and demo. 

 
 
Question 23: Location – City Offices For the roof access ladder, is it just a new roof access ladder 

or should a hatch and ladder system be quoted? What is the rough height of the ladder? 
Will the owner consider an allowance for the roof ladder that is to be installed? There 
are many different types of ladders and the value may range significantly. 

Answer 23  : Only ladder. A hatch and ladder system is not required. The height of the ladder should 
be 12 feet. An allowance for the ladder procurement has been added to the Bid Form. 

 
 
Question 24: Location – City Offices Please confirm line item #2 on the bid schedule includes the 

metal railings around the windows at the city offices only as there were no stair/ramp 
rails discussed at the site walk. 

Answer 24  : Yes, Bid Item #2 includes only the decorative balcony railings as mentioned in Exhibit 1 
of the Bid Documents. 

 
 
Question 25: Location – Bridgeway Public Restroom For the sink replacements, will we reuse the 

existing faucets and soap dispensers, or should new fixtures be included in our pricing? 
Answer 25  : This scope is being removed from the project. 
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Question 26: Location – Marinship Park Restroom Are we to include new frames and hardware or 
just new exterior doors? What should be the material for the doors? Do you have a 
spec, color and hardware picked out for the missing bathroom doors? 

Answer 26  : For the Bid, please quote a basic color (black or galvanized), expanded metal mesh, 
heavy gage, Schlage or equal exterior rated hardware. 

 
 
Question 27: Location – Marinship Park Restroom Please confirm a lockable chain link fence 

bolted to the wall at the Marinship Park Restrooms will be acceptable as doors for this 
location. 

Answer 27  : No. A chain link fence will not be acceptable. 
 
 
Question 28: Location – Dunphy Park Restroom For the metal doors damaged at the hinges, would 

you like us to provide pricing to patch the holes with a metal plate and paint it to match 
or to replace the doors entirely? 

Answer 28  : This scope is being removed from the project. 
 
 
Question 29: Location – Excelsior Stairway Support For the steel windows, would aluminum 

alternates with simulated lites be acceptable? The quantity shows 3 EA. What are the 
sizes of each window? Are there any specifications on brand/material/glazing 
requirements for Steel/Wood/Aluminum Windows available? 

Answer 29  : This scope is being removed from the project. 
 
 
Question 30: Location – Excelsior Stairway Support Please confirm the rusted railings are to be 

prepped, ground down and repainted rather than replaced. 
Answer 30  : For purposes of Bid, Railings are to be prepped, ground, repainted. Further investigation 

may alter that plan. 
 
 
 

BID FORM: 
 
The Bid Form is revised to indicate scope changes, and include allowances to various bid items.  
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NO. 
 
LOCATION 

 
ITEM DESCRIPTION 

UNIT OF 
MEASURE 

EST. 
QTY. 

UNIT 
PRICE 

ITEM 
COST 

1. 
Bridgeway Public 
Restroom 

Sink/Lavatory, Wall-Hung, 
Enameled Steel, Replace EA 2   

2. City Offices Stair/Ramp Rails, Metal, 
Refinish LS 1   

3. City Offices 
Roof Appurtenances, Roof 
Access Ladder, Steel, 
Replace 

LF 16 12   

3A.  Ladder Material Allowance    $1,500.00 

4. City Offices Flooring, Carpet, Commercial 
Standard, Install Only SF 1,100   

4A.  Flooring Allowance    $4,400.00 

4B.  Furniture Moving Allowance    $1,000.00 

5. 
Marinship Park 
Restroom 

Exterior Door, Wire Mesh 
Metal, Gate, Replace EA 2   

6. 
Dunphy Park 
Restroom 

Exterior Door, Steel, 
Commercial, Replace EA 1   

7. 
Excelsior Stairway 
Support 

Window, Steel, up to 15 SF, 
Replace EA 3   

8. 
Excelsior Stairway 
Support 

Stair/Ramp Rails, Metal, 
Refinish - refurbish EA 1   

9. Public Works Exterior Walls, Wood Siding, 
Replace SF 100   

10. Public Works Window, Aluminum Double 
Glazed, 15SF, Replace EA 3   

11. Public Works Window, Wood, up to 15 SF, 
Replace EA 15   

12. Public Works Exterior Door, Wood, Solid 
Core, Replace EA 5   

13. Public Works Roofing, Asphalt Shingle, 20-
Year Standard, Replace SF 5,200   

14. Public Works Soffit/Fascia, Wood, Repair SF 450   

15. Public Works Flooring, Vinyl Sheeting, 
Install Only SF 375   

15A.  Flooring Allowance    $1,500.00 

16. Public Works Flooring, Carpet, Commercial 
Standard, Install Only SF 1,300   

16A.  Flooring Allowance    $5,200.00 

Sub Total  

Profit and Overhead  

TOTAL  
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UNIT PRICE FOR WORK 

 
NO. 

 
ITEM DESCRIPTION 

UNIT OF 
MEASURE 

UNIT 
PRICE 

17. Foreman Hourly Rate Per Hour  

18. Laborer Hourly Rate Per Hour  
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END OF ADDENDUM NO. 1 
 

 
Issued By:   City of Sausalito 
  Srushti Veluvolu 
  Acting Project Manager 
   
 
ACKNOWLEDGED 
 
 
_________________________________ 
Proposer’s Signature 
A signed copy of this addendum is to be submitted as a part of the bid package for the subject 
project.  Failure to do so may subject the Bidder to Disqualification. 


